Amli at Galatyn Station
Start Date: 01-29-2017
End Date: 02-11-2017

Incident
Date Address

Awaiting Reinspection

11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
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11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
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11/10/2016 2301 PERFORMANCE DR
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11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR
11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

Description

Dryer Vent Exhaust System Maintenance
Fire Code - fire extinguishers
Gaps/cracks in concrete at walks and lan
Vegetation blocking egress

Electrical - Damaged and Exposed Wiring
Electrical - Repair/Replace Light Fixtur
Electrical - Condition of Meters

Electrical - Missing/Damaged Outlet Plat
Fence - Replace Sections

Fire Code - fire extinguishers

Fire Code - Fire Doors

Fire Code - Sprinkler System

Unsanitary Condition - Pest Control
Repair/Replace Siding

Repair/Replace Exterior Door(s)
Gaps/cracks in concrete at walks and lan
Repair/Replace Gutters/Downspouts
Condition of Ceilings and Walls
Vegetation blocking egress

Electrical - Repair/Replace Light Fixtur

Electrical - Condition of Junction Boxes

Reinspection
Date

02/22/2017
02/22/2017
02/22/2017
02/22/2017
02/22/2017
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02/22/2017
02/22/2017
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11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

11/10/2016 2301 PERFORMANCE DR

Electrical - Missing/Damaged Outlet Plat
Electrical - Missing Light Bulbs/Shields
Miscellaneous

Repair/Replace Exterior Door(s)
Electrical - Condition of Junction Boxes
Debris - Dispose of

Paint - Door

Trim - Sidewalk 7'

Vegetation blocking egress

11/10/2016 2301 PERFORMANCE DR APT 134 Inoperable or missing smoke detectors

11/10/2016 2301 PERFORMANCE DR APT 134 Fire Code - Sprinkler System

Total Items for Awaiting Reinspection : 32

Run on February 14, 2017 09.34.37 - _aptviolationtracking

02/22/2017

02/22/2017

02/22/2017

02/22/2017

02/22/2017

02/22/2017

02/22/2017

02/22/2017

02/22/2017

02/21/2017

02/21/2017

Should you have any questions regarding any of the incidents or should you wish to report a new incident,

please do not hesitate to contact Code Enforcement Officer Cheryl Bushell at cheryl.bushell@cor.gov

or 972-744-4180.

A hard copy of the update is also available in the Community Services Division, Room 108 of City Hall.



Status

Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection

Awaiting Reinspection



Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection
Awaiting Reinspection

Awaiting Reinspection



